Location: BIG TIMBER 2 TOWN PUMP LLC

20 A Big Timber Loop Rd

Big Timber, MT 59011 Sweet Grass

Facility Summary in Sweet Grass County in the City of Big Timber

System Facility 1D:49-09311

Facility Code: 28709

Last Inspected On: 07/05/2022

Operating Permit Renewal Date: 08/23/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Big Timber 2 Town Pump LLC 4064976700
Operator Contact: Trent Biggers
Owner/Operator: Big Timber 2 Town Pump LLC
Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator
Tank Code | o5 ] Tank Installed o0 o I Fiberglass o = N T .
Tank Age 19 Date 04/30/2003 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank K Piping
B | Spil Testbaie 09902022 pate Construction PRI construction  Povlewaled AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Statistical n . Statistical
. Tank/Piping CP Primary Tank Primary Pipe
Product Gasoline PLLD Test Date 06/28/2022 x Inventory ; Inventory Vapor Recovery No
Test Date Leak Detection Reconciliation Detection Reconciliation
. . Continuous . Continuous
. Line Tightness Secondary Tank - Secondary Pipe -
Capacity 10000 ATG Test Date 06/28/2022 - Interstitial " Interstitial Energy Act No
Test Date Leak Detection Monitoring Detection Monitoring
. Gilbarco-Veeder
Overfill Test Date  03/30/2022 ATG Type ROOUTLS-450
Tank Code 06 Tank Installed . Fiberglass - . . . .
Tank Age 19 Date 04/30/2003 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank K Piping
| e Spil Testbaie 09902022 pate Construction PRI construction  Povlewaled AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . ) .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. . Statistical n . Statistical
. Tank/Piping CP Primary Tank Primary Pipe
Product Gasoline PLLD Test Date 06/28/2022 x Inventory ; Inventory Vapor Recovery No
Test Date Leak Detection Reconciliation Detection Reconciliation
; . Continuous ; Continuous
Capacity 8000 ATG Test Date 06/28/2022 .I;lensi El;;tl;tness f:glc() %de?;)éggqu Interstitial ngé’;?oar:y e Interstitial Energy Act No
Monitoring Monitoring
Overfill Test Date  03/30/2022 ATG Type Gilbarco-Veeder

Root/TLS-450
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02/21/2022

04/30/2003

02/24/2022

02/24/2022

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
Root/TLS-450

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory

Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
Root/TLS-450

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
RoOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Fiberglass
Reinforced Plastic
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Continuous
Interstitial
Monitoring

Flexible Plastic

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Flexible Plastic

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Flexible Plastic

Flapper Valve
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02/21/2022

02/21/2022

02/21/2022

02/24/2022

02/24/2022

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
RoOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
RoOt/TLS-
450;Veeder
Root/8590 Series
DPLLD
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Statistical
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Flexible Plastic

Continuous
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Continuous
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Statistical
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Flapper Valve

Flapper Valve
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02/21/2022

02/21/2022

04/06/2022

04/05/2022

04/05/2022
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Electronic Line
Leak Detector

Continuous
Interstitial
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Statistical
Inventory
Reconciliation

Gilbarco-Veeder
RoOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
ROOt/TLS-
450;Veeder
Root/8590 Series
DPLLD

Fiberglass
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Electronic Line
Leak Detector

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation
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Monitoring

Statistical
Inventory
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Flexible Plastic

Continuous
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Monitoring
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Flexible Plastic

Continuous
Interstitial
Monitoring
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Inventory
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Flapper Valve
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Gilbarco-Veeder

Root/TLS-
Overfill Test Date 02/21/2022 ATG Type 450;Veeder
Ro0t/8590 Series
DPLLD
Tank Code 16 Tank Installed . Fiberglass . . . . .
Tank Age 0 Date 04/05/2022 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve
n Piping Installed Tank K Piping
| . Spil Testbate  O22L2022  pale QU022 cConstruction  POWPEWAISd  consiruction  PoubleWaled AST oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line . .
Tank Status Use MLLD Test Date Test Date 02/24/2022 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. n Statistical . . Statistical
DEF (Not Tank/Piping CP Primary Tank Primary Pipe
Product PLLD Test Date - Inventory : Inventory Vapor Recovery No
Regulated) Test Date Leak Detection Reconciliation Detection Reconciliation
" n Continuous - Continuous
" Line Tightness Secondary Tank o Secondary Pipe s
Capacity 8000 ATG Test Date 04/06/2022 " Interstitial 5 Interstitial Energy Act Yes
Test Date Leak Detection Monitoring Detection Monitoring
Franklin Fueling
Systems/8590
Series

Overfill Test Date ATG Type

DPLLD;Gilbarco-
Veeder Root/TLS-
450

Facility Summary in Sweet Grass County in the City of Big Timber

Location: THE FORT
228 Big Timber Loop
Big Timber, MT 59011 Sweet Grass

Facility Code: 28652
Last Inspected On: 09/19/2020

System Facility 1D:49-02680 Operating Permit Renewal Date: 09/21/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: J Diamond L Inc;Jeffrey Cowell 4069325992
Operator Contact: Justin Cowell 4069325992
Owner/Operator: J Diamond L Inc
Owner/Operator: Jeffrey L Cowell
Jeremy Frisk, UST Class B Operator
Justin Cowell, UST Class A Operator
Tank Code | o4 ] Tank Installed oo oo N Cathodically | ™= o T - e
Tank Age 26 Date 08/01/1996 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Ball Float Valve
Tag Number 3229 Spill Test Date  02/17/2022  FiPing Installed — 55,555519 VELTS Piping Double Walled  AST No

Date Construction Construction

Report Created: 11/1/2022 Page [5] of [9]



Report Created: 11/1/2022

02/17/2022

08/01/1996

08/01/1996

Electronic Line
Leak Detector

Continuous
Interstitial No
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco
EMC;Veeder
Ro0t/8484 Series
PLLD

Cathodically

Protected Steel Flexible Plastic Ball Float Valve

Electronic Line
Leak Detector

Continuous
Interstitial No
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD

Cathodically

Protected Steel Flexible Plastic Ball Float Valve

Electronic Line
Leak Detector

Continuous
Interstitial No
Monitoring

Automatic Tank
Gauging 0.2

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco
EMC;Veeder
Root/8484 Series
PLLD
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Tank Code 07 . Ball Float
Tank Age 17 Ustile fusiiellizg 10/31/2005 Tank Material Cathodically Piping Material Flexible Plastic Overfill Types Valve;Flapper
Date Protected Steel valve
””””””””””””””” o . Pipinglnstalled ..., Tank  Piping oo oo
Tag Number 5052 Spill Test Date Date 06/25/2010 Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. . . . . Continuous
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe -
Product Gasoline PLLD Test Date 08/17/2022 Test Date 09/19/2020 Leak Detection Gauging 0.2 Detection :\;]I)er:istgtrliﬁg Vapor Recovery No
| | 0909090 e Line Tightness oo Secondary Tank Secondary Pipe i oo e
Capacity 20000 ATG Test Date 08/17/2022 Test Date 06/22/2020 Leak Detection Detection ELLD 0.2 Energy Act No
Gilbarco-Veeder
Root/TLS-
5 350/Gilbarco
Overfill Test Date ATG Type EMC Veeder
Ro0t/8484 Series
PLLD

Facility Summary in Sweet Grass County in the City of Big Timber

Location: TOWN PUMP INC BIG TIMBER 1ST AVE
510 W 1st Ave
Big Timber, MT 59011 Sweet Grass

Facility Code: 28726
Last Inspected On: 10/15/2022

System Facility 1D:49-13756 Operating Permit Renewal Date: 12/05/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Big Timber 1 Town Pump LLC 4064976700
Operator Contact: Trent Biggers

Owner/Operator: Big Timber 1 Town Pump LLC

Trent Biggers, UST Class A Operator

Trent Biggers, UST Class B Global Operator
Tank Code | oo ] Tank Installed o oo oo I Fiberglass | = N 1. - e

Tank Age 26 Date 08/01/1996 Tank Material Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
" Piping Installed Tank K Piping
| . Spil Testbare  OOML20%  pate Construction "MW construction  Povlewaled AST oo
Currently in Sump Tightness Catastrophic L.D Mechanical Line A . ) .
Tank Status Use MLLD Test Date 05/11/2021 Test Date 05/11/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
. n Statistical 5 . Statistical
. Tank/Piping CP Primary Tank Primary Pipe

Product Gasoline PLLD Test Date Test Date Leak Detection Inventory Detection Inventory Vapor Recovery No
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Capacity 12000 ATG TestDate  05/11/2021 #'e"s": ggtgt”ess 09/01/2015 pece %de?;}:;ggﬂk ﬁw(t)grtgtﬁgfs gg‘t’gc”t‘ijoar:y s I(Elct)enrté?lltjlg?s Energy Act No

,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring =~~~ Monitoring
overfill Test Date ATG Type Gilbarco Veeder

LE S 02 Tank Age 26 fankinstalled - 5/01/1906 Tank Material ~ HPer91asS | piping Material  Flexible Plastic  Overfill Types  Ball Float Valve

Tag Number 2653 Spill Test Date  05/11/2021 Eiaptie”g lusatllz Eﬂ?ﬁtruction Double-Walled Eg’:}gf’ruction Double Walled  AST No

Tank Status (ljtsjgrently in MLLD Test Date 05/11/2021 _Srg;?pD;'tightness 05/11/2021 _Cl_t)e/l‘t)f;sggphic i LMee;?grgtcea::ltlairne Piping Type Pressurized CP Met Types Non-corrodible

Product Gasoline PLLD Test Date Egtkg’;?;ng €p E;!?(agétzac?ilgn at\?gr?ttifr_?{l _ Eg{g?{% rl?ipe ﬁ]t\?éirslttg‘zfil . Vapor Recovery No

,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Reconciliation [N Reconciliation ~ [NNNNNNG. =

Capacity 12000 ATG TestDate  05/11/2021 #'e"s": ggtgt”ess 09/01/2015 pece %de?;}:;ggﬂk ﬁw(t)grtgtﬁgfs gg‘t’gc”t‘ijoar:y s I(Elct)enrté?lltjlg?s Energy Act No

,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring =~~~ Monitoring
Overfill Test Date ATG Type Sggg?fsvgseg er

LE S 03 Tank Age 26 fankinstalled - 5/01/1906 Tank Material ~ HPe91asS | piping Material  Flexible Plastic  Overfill Types  Ball Float Valve

Tag Number 2654 Spill Test Date  05/11/2021 Eiaptie”g lusatllz Eﬂ?ﬁtruction Double-Walled Eg’:}gf’ruction Double Walled  AST No

Tank Status Sg;rently in MLLD Test Date 05/11/2021 _Srg;rtl%;'tightness 05/11/2021 _?;éisggphic 2 [/Ieeaclbgrgfe"’::ltt:,ne Piping Type Pressurized CP Met Types Non-corrodible

Product Gasoline PLLD Test Date Egtkg’;?;ng €p E;!?(agétzac?ilgn at\?gr?ttifr_?{l _ Eg{g?{% rl?ipe ﬁ]t\?éirslttg‘zfil . Vapor Recovery No

,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Reconciliation [N Reconciliation [N =

Capacity 12000 ATG TestDate  05/11/2021 #'e"s": ggtgt”ess 09/01/2015 pece %de?;}:;ggﬂk ﬁw(t)grtgtﬁgfs gg‘t’gc”t‘ijoar:y s I(Elct)enrté?lltjlg?s Energy Act No

,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Monitoring =~~~  Monitoring
Overfill Test Date ATG Type Sggg?fsvgseg er

VS ERe 04 Tank Age 26 EZ?(I; Ttz 10/01/1996 Tank Material Eigii:‘glr?:sesd Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve

Tag Number 2655 Spill Test Date  05/11/2021 Eiaptie”g lusatllz Eﬂ?ﬁtruction Double-Walled Eg’:}gf’ruction Double Walled  AST No

Tank Status Sg;rently in MLLD Test Date _Srg;rtl%;'tightness 05/11/2021 _?;éisggphic 2 Eleeacktrgr;it(;(l:_tigre Piping Type Pressurized CP Met Types Non-corrodible

Product Diesel PLLD Test Date Egtkg’;?;ng €p E;!?(agétzac?ilgn at\?gr?ttifr_?{l _ Eg{g?{% rl?ipe ﬁ]t\?éirslttg‘zfil . Vapor Recovery No

,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Reconciliation [N Reconciliation ~ [NNNNNNG. =

. . Continuous . Continuous
Capacity 10000 ATG TestDate  05/11/2021 e Tghiness e Al IMn:)ean(t)lﬂ?mlg STy e :\rﬂmgenrigtr:ﬁlg Energy Act No

Overfill Test Date

Gilbarco-Veeder
Root/TLS-350
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05/01/2002

Fiberglass
Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
Root/TLS-350

Fiberglass
Reinforced Plastic

Mechanical Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
Root/TLS-350

Fiberglass
Reinforced Plastic

Mechanical Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
Root/TLS-350

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Flexible Plastic

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Flexible Plastic

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring




